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switchgears, cooling fans, transistors,
batteries, breakers, relays, switches,
power inverters, circuit boards, battery
chargers, and power supplies; and

(ii) That are not subject to replace-
ment based on a qualified life or speci-
fied time period.

(2) Describe and justify the methods
used in paragraph (a)(1) of this section.

(3) For each structure and component
identified in paragraph (a)(1) of this
section, demonstrate that the effects of
aging will be adequately managed so
that the intended function(s) will be
maintained consistent with the CLB
for the period of extended operation.

(b) CLB changes during NRC review
of the application. Each year following
submittal of the license renewal appli-
cation and at least 3 months before
scheduled completion of the NRC re-
view, an amendment to the renewal ap-
plication must be submitted that iden-
tifies any change to the CLB of the fa-
cility that materially affects the con-
tents of the license renewal applica-
tion, including the FSAR supplement.

(¢) An evaluation of time-limited
aging analyses.

(1) A list of time-limited aging anal-
yses, as defined in §54.3, must be pro-
vided. The applicant shall demonstrate
that—

(i) The analyses remain valid for the
period of extended operation;

(ii) The analyses have been projected
to the end of the period of extended op-
eration; or

(iii) The effects of aging on the in-
tended function(s) will be adequately
managed for the period of extended op-
eration.

(2) A list must be provided of plant-
specific exemptions granted pursuant
to 10 CFR 50.12 and in effect that are
based on time-limited aging analyses
as defined in §54.3. The applicant shall
provide an evaluation that justifies the
continuation of these exemptions for
the period of extended operation.

(d) An FSAR supplement. The FSAR
supplement for the facility must con-
tain a summary description of the pro-
grams and activities for managing the
effects of aging and the evaluation of
time-limited aging analyses for the pe-
riod of extended operation determined
by paragraphs (a) and (c) of this sec-
tion, respectively.
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§54.22 Contents of application—tech-
nical specifications.

Each application must include any
technical specification changes or addi-
tions necessary to manage the effects
of aging during the period of extended
operation as part of the renewal appli-
cation. The justification for changes or
additions to the technical specifica-
tions must be contained in the license
renewal application.

§54.23 Contents of application—envi-
ronmental information.

Each application must include a sup-
plement to the environmental report
that complies with the requirements of
subpart A of 10 CFR part 51.

§54.25 Report of the Advisory Com-
mittee on Reactor Safeguards.

Each renewal application will be re-
ferred to the Advisory Committee on
Reactor Safeguards for a review and re-
port. Any report will be made part of
the record of the application and made
available to the public, except to the
extent that security classification pre-
vents disclosure.

§54.27 Hearings.

A notice of an opportunity for a hear-
ing will be published in the FEDERAL
REGISTER in accordance with 10 CFR
2.105. In the absence of a request for a
hearing filed within 30 days by a person
whose interest may be affected, the
Commission may issue a renewed oper-
ating license without a hearing upon
30-day notice and publication once in
the FEDERAL REGISTER of its intent to
do so.

§54.29 Standards for issuance of a re-
newed license.

A renewed license may be issued by
the Commission up to the full term au-
thorized by §54.31 if the Commission
finds that:

(a) Actions have been identified and
have been or will be taken with respect
to the matters identified in paragraphs
(a)(1) and (a)(2) of this section, such
that there is reasonable assurance that
the activities authorized by the re-
newed license will continue to be con-
ducted in accordance with the CLB,
and that any changes made to the
plant’s CLB in order to comply with



